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TOPOLOGY OPTIMIZATION CASE STUDIES 

January 11, 2026 

Topology optimization identifies transmission network reconfigurations to redirect power 

flow around transmission bottlenecks, mitigating thermal flow constraints and improving 

voltage and stability system performance. These reconfigurations are implemented through 

switching on or off existing circuit breakers.  

Topology optimization is gaining traction in power networks where traditional means to 

congestion management become less effective and very costly as transmission systems 

accommodate rapid growth of electricity demand and integrate new generation sources, and 

to mitigate the impacts of major reliability events.  

The following 25 case studies illustrate the benefits of topology optimization. These case 

studies are based on work by NewGrid with partners and clients in North America, Europe, 

and Latin America using the NewGrid Router software to identify beneficial grid 

reconfigurations. The reconfiguration analysis was conducted on NewGrid Router using state 

estimator system snapshots of regional grid operators. With an average run-time of a few 

seconds to a few minutes per reconfiguration solution, NewGrid Router typically identifies 

multiple beneficial grid reconfiguration options that relieve the identified constraints by 

expanding the grid’s effective capability between 5% and 25% while meeting all specified 

reliability requirements. 
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TOPOLOGY OPTIMIZATION CASE STUDIES 

1. Alliant Energy customers save $24 million annually with reduced congestion 

costs of 50%.  

Alliant Energy, a U.S. utility operating in Iowa and Wisconsin with about 1 million 

customers and 8 GW of installed capacity, has partnered with NewGrid to mitigate 

congestion events affecting customers. Using NewGrid’s topology optimization software 

and expertise, analyses identify simple and robust regionally beneficial reconfiguration 

solutions to relieve congestion events while respecting system security limits. Leveraging 

MISO’s reconfiguration request process over the May 2024 to April 2025 period, the effort 

delivered $24 million in savings to Alliant customers, in addition to further regional 

savings.1  Iowa customers have seen about 50% reduction in congestion costs, net of 

congestion hedging impacts.  

Congestion costs would have been reduced by another 31% ($17 million) if additional 

reconfigurations identified in the efforts had been implemented, for a total cost reduction 

estimate of 80%. Further, additional reconfigurations identified could have reduced 

constraint overload risks by 90%, providing significant reliability benefits.2  

2. MISO saved $100+ million in 2024, avoiding 66 hours of transmission 

overload risk and 254 GWh of solar and wind curtailments.  

NewGrid monitors congestion on behalf of some MISO members on an ongoing basis and 

uses topology optimization technology and expertise to develop mitigation solutions for 

major congestion events. The solutions identified and implemented as part of the efforts 

have provided over $100 million in regional congestion cost savings in 2024 by enabling 

more efficient use of the MISO transmission system. These solutions have avoided 66 

hours of overload relief and 254 GWh of renewable curtailments.3 

For example, reconfigurations implemented for 25 days in May and June 2024 to mitigate 

the impacts of multiple 138 kV and 765 kV outages in Illinois and Indiana avoided an 

estimated $57 million of regional congestion costs, 54 hours of constraint overloads and 

29 GWh of wind curtailments. The impacts were particularly high for this event because 

 

1   Mitchell Myhre, Kristie Erickson and Pablo Ruiz, Effective Congestion Mitigation with Transmission Topology 

Optimization at Alliant Energy and ATC, FERC Tech Conf on Increasing Market and Planning Efficiency through Improved 

Software (Docket No. AD10-12-016), July 9, 2025, slides 15 to 19. 

2  Pablo Ruiz and Mitchell Myhre, Congestion Mitigation with Transmission Reconfigurations, Organization of MISO States 

Market and Transmission Work Groups meeting, March 11, 2024, slides 10 and 17. 

3  Pablo Ruiz and Sophie Leamon, NewGrid Router Topology Optimization Package, Global System Operations Summit, 

Topology Optimization Symposium, Berlin, Germany, September 25, 2025.  

https://www.ferc.gov/media/effective-congestion-mitigation-transmission-topology-optimization-alliant-energy-and-atc
https://www.ferc.gov/media/effective-congestion-mitigation-transmission-topology-optimization-alliant-energy-and-atc
https://newgridinc.com/wp-content/uploads/2024/03/NewGrid_Congestion-Mitigation-with-Reconfigurations_OMS-MWG-TWG_20240311_FINAL_website.pdf
https://events.50hertz.com/proxy/api/asset/event-image/67fc3ded-987e-4405-9ce2-c2e8aa51c96d?t=SkllM3VmM1Y1aHZabFRuc29ZYnRsbnc4bElMaFF2am5yV1RhUmtXNkhqaTJEWUVnOHFXLzRrRS9neG4rSktuZnFEZXdiM2xHT0pBNVJCZ0JyTWZ3bVE9PQ==
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the outages were at or close to the MISO and PJM border, making the resulting congestion 

challenging to control with traditional means.4  

As another example, a two-action reconfiguration implemented to mitigate the impacts of 

two critical 161 kV line outages in southeast Minnesota saved the region $24.5 million over 

the month-and-a-half duration of the outages in the Fall of 2024. At the same time, the 

region avoided an estimated 6 hours of constraint overloads and 45 GWh of wind 

curtailments.5 

These MISO members are ongoing partners with NewGrid and expect to see similar and 

possibly higher savings in 2025 and beyond. These efforts leverage the reconfiguration 

request process that has been implemented by MISO. 

3. Transmission Reconfigurations Mitigate Stability-Driven Constraints in 

MISO.  

Stability-driven transmission constraints can result in very impactful economic limitations 

in the power grid to avoid the risk of undesirable electromechanical and electromagnetic 

transient phenomena. NewGrid has successfully developed reconfiguration solutions to 

mitigate these stability constraints occurring under both system normal or transmission 

outage conditions. 6  The implemented reconfigurations, located in Minnesota and 

Wisconsin avoided 194 GWh of renewable curtailments between September 2024 and 

August 2025.  

4. Topology Optimization Can Quickly Increase Import Capability into the 

Bogotá Metropolitan Area by 7%.  

Interconexión Eléctrica S.A (ISA) and NewGrid used topology optimization to develop a 

solution to increase import capacity into Bogotá to mitigate the impacts of transmission 

project delays. NewGrid Router proposed reconfigurations on two 230 kV substations 

allowed increased import capacity of 60 MW (7%) with the same transmission security 

criteria, as verified with steady state and dynamic studies. This is achieved with minimal 

 

4  NewGrid Ex-Post Report 05/01-05/26: Rising – Bondville 138 kV flo Rising – Sidney 345 kV Congestion Mitigation, MISO 

Stakeholder Feedback 2024, September 17, 2024. 

5  Mitchell Myhre, Pablo Ruiz, Jason Smith and Tom Butz, MISO Economic Reconfiguration Process Value and Suggestions 

for Further Improvements, MISO Reliability Subcommittee Meeting, October 9, 2025, slides 5 and 6. 

6  Pablo Ruiz, Tom Butz, Paola Caro, German Lorenzon, Rodica Donaldson, Mitchell Myhre, Ruchi Singh and Steve Leovy, 

Congestion and Overload Mitigation with Optimal Transmission Reconfiguration in MISO and SPP, FERC Tech Conf on 

Increasing Market and Planning Efficiency through Improved Software (Docket No. AD10-12-015), July 10, 2024, slides 

12 to 14. 

https://cdn.misoenergy.org/RSC%20Revisions%20to%20MISOs%20Screening%20Criteria%20for%20Evaluating%20Economic%20Reconfiguration%20Requests%20(202408)_Alliant%20Energy649115.pdf
https://cdn.misoenergy.org/20251009%20RSC%20Item%2011%20Reconfiguration%20for%20Cost%20Congestion%20Process%20Enhancements721553.pdf
https://cdn.misoenergy.org/20251009%20RSC%20Item%2011%20Reconfiguration%20for%20Cost%20Congestion%20Process%20Enhancements721553.pdf
https://www.ferc.gov/media/presentation-congestion-and-overload-mitigation-optimal-transmission-reconfiguration
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investment costs as the reconfigurations simply improve the utilization of existing 

resources.7  

5. Single Transmission Reconfiguration Saves MISO $3.5 million in Three 

Weeks, Reduced Wind Curtailments by 86%.  

In November 2023, a major 345 kV line across the Iowa/Minnesota border was on planned 

maintenance for three weeks. A reconfiguration solution developed and requested to 

MISO by NewGrid on behalf of MISO members was implemented and reduced regional 

congestion costs by $3.5 million over the three-week outage, as evaluated ex-post using 

state estimator snapshots during the period. The associated additional production cost 

savings were $1.1 million. During the outage, the total generation by the area wind sites 

was 483 GWh. The reconfiguration reduced wind curtailments by 86% (37 GWh of wind) 

over the three-week period.8 

6. MISO Supports Reconfiguration Requests to Mitigate Congestion Costs.  

In support of a group of stakeholders, MISO created a formal process to verify and 

approve economic reconfiguration requests from MISO members to ensure that the 

requests are assessed in a consistent, reliable, and timely manner across the MISO 

footprint by MISO, Transmission Operators (TOPs) and, when applicable, Generation 

Operators (GOPs) and Load Serving Entities. The process has 4 phases: Initial screening, 

evaluation, implementation, and exit. The average time from submission to evaluation 

completion is expected to be 15 business days. For the period June 2023 – March 2024, 

MISO received 16 requests under this process and approved 6 (37.5% approval rate).9  

7. Overload Mitigation of Major Constraint in the SPP Market.  

One of the most significant constraints in SPP in 2022 was a key transformer providing a 

transmission connection for a major metropolitan area. Under high load conditions, 

especially with medium to high wind, this constraint could overload due to limited 

generation options to manage it. During the summer of 2022, SPP implemented a 

reconfiguration identified by NewGrid to fully mitigate this congestion when the constraint 

 

7  Víctor A. Palacio, J. Mauricio Areiza and Germán G. Lorenzón, Mitigación de Restricciones e Incremento en la Flexibilidad 

Operativa Mediante Optimización Topológica, Paper C1.21_2985, XX ERIAC CIGRE, May 25-29, 2025. 

8  Pablo Ruiz and Mitchell Myhre, Congestion Mitigation with Transmission Reconfigurations, Organization of MISO States 

Market and Transmission Work Groups Meeting, March 11, 2024, slides 8 and 9. 

9   Midcontinent ISO, Process to Support Congestion Cost Reconfigurations in the MISO Footprint, MISO Reliability 

Subcommittee April 16, 2024 Meeting, RSC Liaison Report, June 30, 2023, slide 7. 

https://xxeriac.com.py/programa-de-presentaciones/
https://newgridinc.com/wp-content/uploads/2024/03/NewGrid_Congestion-Mitigation-with-Reconfigurations_OMS-MWG-TWG_20240311_FINAL_website.pdf
https://cdn.misoenergy.org/MISO%20Congestion%20Cost%20Reconfigurations%20Process629409.pdf
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was overloading and uncontrollable with redispatch. The reconfiguration provided 

approximately 20% reduction in flow for this constraint.10 

 

8. Full Congestion Relief on a Frequently Binding Wind Generation Constraint. 

Evergy has implemented a reconfiguration in its footprint that provided full relief on a 

constraint that was binding 48% of the time during high wind generation. The 

reconfiguration has been in place since May 2022.11 

9. Topology Reconfigurations Could Have Eliminated 98% of Transmission 

Overloads, Reducing Congestion Costs by 85%.  

NewGrid and Evergy analyzed ex post facto ten significant constraints in the Evergy 

footprint that are difficult to control and are thus prone to reliability challenges. The 

identified reconfigurations, had they been implemented, could eliminate 98% of overloads 

and reduce congestion costs by 85% for congestion patterns associated with those 

constraints, and including the impacts of further constraints once the reconfigurations are 

implemented.  

This analysis was conducted using all state estimator system snapshots posted by SPP 

over a 4-month period in the spring and summer of 2022.12 

10. SPP Released Stranded Generation During Winter Storm Elliott with 

Reconfigurations.  

During Winter Storm Elliott (December 23-24, 2022), heavy congestion limited supply to a 

major metropolitan area in the Southwest Power Pool. SPP implemented two 

transmission reconfigurations that released up to 845 MW from otherwise stranded 

generation under Energy Emergency Alert conditions, which supplied 14 GWh of 

additional energy during the event. 

Two complementary reconfigurations identified but not used during the storm would have 

released up to another 600 MW of constrained-off generation to supply an additional 9 

 

10  Kathryn Dial, Flowgate Metrics & Congestion Management Discussion, SPP ORWG September 28-29, 2022 Meeting. 

Agenda item 9, slides 9-10. 

11  Pablo Ruiz and Derek Brown, Reliable and Efficient Congestion Mitigation using Transmission Reconfigurations, SPP 

SAG October 7, 2022 Meeting. Agenda item 5, slides 8-10.   

12  Pablo Ruiz and Derek Brown, Reliable and Efficient Congestion Mitigation using Transmission Reconfigurations, SPP 

SAG October 7, 2022 Meeting. Agenda item 5, slides 19-21. 

file:///C:/Users/sophi/AppData/Local/Microsoft/Windows/INetCache/Content.Outlook/K4TRTTPS/Kathryn%20Dial,%20Flowgate%20Metrics%20&%20Congestion%20Management%20Discussion,%20SPP%20ORWG%20September%2028-29,%202022%20Meeting.%20Agenda%20item%209,%20slides%209-10,%20available%20at%20https:/spp.org/Documents/67915/ORWG%20Meeting%20Materials%2020220928-29.zip
https://www.spp.org/Documents/67968/SAG%20Meeting%20Materials%2020221007.zip
https://www.spp.org/Documents/67968/SAG%20Meeting%20Materials%2020221007.zip
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GWh during the event. Together, these reconfigurations could avoid 36 hours of 

transmission constraints.13 

11. Combining Grid-Enhancing Technologies to Enable Additional Renewable 

Connections.  

The Brattle Group’s analysis of applying a combination of topology optimization, dynamic 

line ratings and power flow control devices to the Kansas and Oklahoma portion of the 

SPP grid demonstrates that the combination of these technologies could reduce 

congestion and more than double the existing headroom for interconnecting renewable 

resources, adding 3.7 GW of headroom with a payback period of only 6 months (a $90 

million investment yielding $175 million/year in reduced annual production costs).14  

12. Mitigation of MISO/SPP Market Seam Constraints.  

Market seam constraints tend to be very difficult to manage using market redispatch, 

leading to high costs and inefficiencies, especially in the Day-Ahead Markets. Working on 

behalf of MISO members, NewGrid developed reconfiguration solutions for some of the 

most heavily binding MISO/SPP seam constraints in MISO North and they have been 

implemented. For example, one of these reconfigurations was implemented for over 7 

months to mitigate the impacts of a major 345 kV outage in 2021. The reconfiguration re-

routed flow to reliably enable increased throughput in the area by up to 56%, as measured 

ex-post using state estimator snapshots.15 

13. Temporary Transmission Solutions in SPP.  

Reconfigurations can be effective mitigation solutions for constraints that are expected to 

bind heavily, until a transmission expansion project can be completed (usually in 3+ years). 

NewGrid identified reconfigurations to mitigate two such major constraints in Oklahoma 

identified by SPP in the ITP process as transmission needs. The reconfigurations enable 

10-23% increases in flow throughput in the area.16 

 

 

13  Pablo Ruiz and German Lorenzon, Topology Optimization for Least-Cost and Reliable Congestion Mitigation, FERC Tech 

Conf on Increasing Market and Planning Efficiency through Improved Software (Docket No. AD10-12-014), June 29, 2023 

slide 25.. 

14  Unlocking the Queue with Grid Enhancing Technologies 

15  Pablo Ruiz, Paola Caro, Mitchell Myhre, Rodica Donaldson and Xiao Li, Congestion and Overload Mitigation Using 

Optimal Transmission Reconfiguration, FERC Tech Conf on Increasing Market and Planning Efficiency through 

Improved Software (Docket No. AD10-12-013), June 23, 2022, Slide 14 . 

16  Pablo Ruiz, Paola Caro, Mitchell Myhre, Rodica Donaldson and Xiao Li, Congestion and Overload Mitigation Using 

Optimal Transmission Reconfiguration, FERC Tech Conf on Increasing Market and Planning Efficiency through 

Improved Software (Docket No. AD10-12-013), June 23, 2022, Slide 15.  

https://www.ferc.gov/media/pablo-ruiz-newgrid-somerville-ma
https://watt-transmission.org/wp-content/uploads/2021/02/Brattle__Unlocking-the-Queue-with-Grid-Enhancing-Technologies__Final-Report_Public-Version.pdf90.pdf
https://www.ferc.gov/media/congestion-and-overload-mitigation-using-optimal-transmission-reconfigurations-experience
https://www.ferc.gov/media/congestion-and-overload-mitigation-using-optimal-transmission-reconfigurations-experience
https://www.ferc.gov/media/congestion-and-overload-mitigation-using-optimal-transmission-reconfigurations-experience
https://www.ferc.gov/media/congestion-and-overload-mitigation-using-optimal-transmission-reconfigurations-experience
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14. Congestion Relief of Major Standing Constraint in MISO.  

The Rochester – Wabaco 161 kV line drove over $57 million of MISO congestion costs in 

the summer of 2021. Had reconfigurations been used to mitigate these constraints, 

congestion on the line would have been eliminated and area congestion costs would have 

been reduced by roughly 2/3rds. The congestion cost savings over the summer would 

have exceeded $38 million. The reconfiguration would have enabled over 25% additional 

throughput for this constraint.17  

15. SPP Finds Reconfiguration Solutions to 55% of Constraints Analyzed with 

Topology Optimization in NewGrid Pilot.   

SPP conducted an extended pilot with the NewGrid Router topology optimization software 

tool in Q3 and Q4, 2018. The pilot was conducted by the SPP Transmission Operations 

Analysis & Planning with a reliability focus on finding solutions consisting of a single 

switching action at or below 230 kV with: 

• At least 5% N-1 loading reduction 

• Less than 30 MW of newly radialized load 

• No resultant constraint loading over 95% post-contingent.  

SPP engineers evaluated 100 flowgates with congestion during real-time operations using 

NewGrid Router and found ‘preferred’ solutions to 55 flowgates. Some of these 

reconfigurations were then implemented in real-time operations.18 

16. Most Costly Constraint in SPP Permanently Fixed with Reconfiguration.  

The first and fourth most expensive constraint in SPP in 2019 were permanently resolved 

with a transmission reconfiguration in 2020. Both constraints resulted from contingency 

limitations of a 69 kV line in Oklahoma and had been binding 16% of all the real-time 

market intervals in 2019, costing the market about $25 million that year in the day-ahead 

and real-time markets. In addition to being costly and frequently binding, these 

constraints had resulted in $30 million of TCR underfunding.19 

 

 

17  Potomac Economics, 2021 MISO State of the Market Report, June 22, 2022., and FERC, Congestion and Overload 

Mitigation Using Optimal Transmission Reconfiguration, Slide 13.  

18  Pablo Ruiz, Jay Caspary and Luke Butler, Transmission Topology Optimization Case Studies in SPP and ERCOT, FERC     

Tech Conf on Increasing Day-Ahead and Real-Time Market Efficiency and Enhancing Resilience through Improved 

Software (Docket No. AD10-12-011), June 24, 2020. Slides 12-20. 

19  Southwest Power Pool MMU, State of the Market 2019, May 11, 2020. Pages 194-195, 199 and 214. 

https://cdn.misoenergy.org/20220622%20Markets%20Committee%20of%20the%20BOD%20Item%2004%20IMM%20State%20of%20the%20Market%20Report625261.pdf
https://www.ferc.gov/media/congestion-and-overload-mitigation-using-optimal-transmission-reconfigurations-experience
https://www.ferc.gov/media/congestion-and-overload-mitigation-using-optimal-transmission-reconfigurations-experience
https://www.ferc.gov/sites/default/files/2020-06/W3-1_Ruiz_et_al.pdf
https://www.spp.org/documents/62150/2019%20annual%20state%20of%20the%20market%20report.pdf
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17. ERCOT uses Topology Optimization Software to Support Operations Planning 

and Avoids Load Shedding for Outage Mitigation Plan.  

ERCOT has been using NewGrid Router topology optimization software to support their 

Constraint Management Plan (CMP) review and development. ERCOT engineers use the 

software to search for reconfigurations to replace mitigation plans that employ post-

contingency load-shed. 

ERCOT uses NewGrid Router to identify alternative solutions to remove post-contingency 

load shedding actions from the plans, to analyze, verify, and compare the most effective 

corrective and preventive reconfiguration plans by providing alternative switching actions, 

and to search for possible switching solutions for irresolvable constraints outside of the 

CMP Review.20 

18. Topology Optimization Can Reduce System Operating Limit (SOL) Violation 

Frequency by 75% in SPP.  

In 2018, NewGrid, SPP and The Brattle Group evaluated the potential of using topology 

optimization to identify reconfigurations to support decision making in Operations 

Planning. Working with SPP transmission operations staff and using 20 selected state 

estimation cases with major constraints binding or overloading, the evaluation found that 

historical SOL violations could be eliminated for 75% for the constraints analyzed. The 

resulting congestion cost savings in the real-time markets were estimated to be in the 

range of $18-44 million annually. Mitigation options identified during the evaluation were 

implemented by SPP and memorialized in Op Guides.21 

19. Topology Optimization Avoids Load Shedding for NERC TPL-001-4 Planning 

Events in SPP.  

In 2018, NewGrid, SPP and The Brattle Group evaluated the potential of using topology 

optimization to develop Corrective Action Plans (CAP) that relied on reconfigurations and 

avoided load shedding for NERC P6, P7 and Extreme Event violations. SPP Planning 

selected three events for evaluation, one of each NERC type listed, that had CAPs 

 

20  Pablo Ruiz, Jay Caspary and Luke Butler, Transmission Topology Optimization Case Studies in SPP and ERCOT, FERC 

Tech Conf on Increasing Day-Ahead and Real-Time Market Efficiency and Enhancing Resilience through Improved 

Software (Docket No. AD10-12-011), June 24, 2020, slide 11., and Pablo Ruiz and Nick Steffan, Transmission Topology 

Optimization Operations and Market Applications and Case Studies, ERCOT DSWG Nov 17, 2017. Slide 12. 

21  Pablo A. Ruiz, Doug Bowman, Kathryn Dial, Xiao Li, Ryan Schoppe, Zachary Sharp, Jason Terhune, Bruce Tsuchida, 

Transmission Topology Optimization Applications to Enhance System Reliability and Resilience and to Increase Market 

and Planning Efficiency in Southwest Power Pool, FERC Tech Conf on Increasing Day-Ahead and Real-Time Market 

Efficiency and Enhancing Resilience through Improved Software (Docket No. AD10-12-009), June 26, 2018. Slides 13-

21., and Pablo A. Ruiz, Doug Bowman, Kathryn Dial, Xiao Li, Ryan Schoppe, Zachary Sharp, Bruce Tsuchida, 

Transmission Topology Optimization Pilot Study to Support Congestion Management and Ice Buildup Mitigation, 

November 15, 2018. Presentation #6, slides 16-20. 

https://www.ferc.gov/sites/default/files/2020-06/W3-1_Ruiz_et_al.pdf
https://www.ercot.com/files/docs/2017/11/17/PRuiz_ERCOT_DSWG_FINAL.pdf
https://www.ercot.com/files/docs/2017/11/17/PRuiz_ERCOT_DSWG_FINAL.pdf
https://www.ferc.gov/sites/default/files/2020-08/T4-2_Ruiz.pdf
https://www.ferc.gov/sites/default/files/2020-08/T4-2_Ruiz.pdf
https://www.spp.org/Documents/59018/2018%20spp%20tech%20expo%20materials.zip
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consisting of load shedding (up to 243 MW of load shed). The reconfiguration solutions 

identified and validated by SPP provided full relief under NERC TPL-001-4 in SPP and 

eliminated the need of load shed actions in those CAPs.22  

20. Study of Winter Storm Jupiter Found that Topology Optimization Can 

Mitigate Overhead Transmission Line Failure Risk Due to Icing in Sunflower 

Electric.  

In 2018, NewGrid, SPP and The Brattle Group evaluated the potential of using topology 

optimization during icing conditions to mitigate the risk of mechanical line failure. The 

analysis focused on reconfigurations to redirect flow to critical lines at risk of failure due 

to ice accumulation to prevent or limit ice formation. The study was performed for the 

January 2017 Winter Storm Jupiter conditions, which caused multiple transmission 

outages due to ice accumulation, and focused on the Sunflower Electric footprint in 

Kansas. The study identified two reconfiguration solutions that could have significantly 

relieved the ice buildup on selected critical lines, while meeting reliability criteria. The 

estimated savings of avoiding the hypothetical outages of these critical lines are $10 to 

$17 million, in addition to avoided system restoration costs.23 

21. Transmission Reconfigurations can Increase Zonal Transfer Capacity by up 

to 12% in the UK.  

National Grid ESO and The Brattle Group studied the potential to increase transfer 

capability and reduce constraint management costs with topology optimization. The study 

focused on major (zonal) interface constraints that had been congested under historical 

outage scenarios selected by NGESO. Topology optimization identified reconfigurations 

that met NGESO criteria and provided up to 12% increase in transfer capability (1289 MW 

increase), as assessed by NGESO. The reconfigurations did not radialize load and consisted 

of up to six topology change actions (line switching, substation reconfiguration and phase-

shifting transformer adjustments).24 

 

 

 

22  Pablo A. Ruiz, Doug Bowman, Kathryn Dial, Xiao Li, Ryan Schoppe, Zachary Sharp, Jason Terhune, Bruce Tsuchida, 

Transmission Topology Optimization Applications to Enhance System Reliability and Resilience and to Increase Market 

and Planning Efficiency in Southwest Power Pool, FERC Tech Conf on Increasing Day-Ahead and Real-Time Market 

Efficiency and Enhancing Resilience through Improved Software (Docket No. AD10-12-009), June 26, 2018. Slides 23-24. 

23  Pablo A. Ruiz, Doug Bowman, Kathryn Dial, Xiao Li, Ryan Schoppe, Zachary Sharp, Bruce Tsuchida, Transmission 

Topology Optimization Pilot Study to Support Congestion Management and Ice Buildup Mitigation, November 15, 2018. 

Presentation #6, slides 22-32. 

24  Pablo A. Ruiz and Xiao Li, Transmission Topology Optimization to Efficiently Mitigate Congestion & Overloads, FERC 

Tech Conf on Increasing Day-Ahead and Real-Time Market Efficiency and Enhancing Resilience through Improved 

Software (Docket No. AD10-12-012), June 23, 2021. Slides 9-13. 

https://www.ferc.gov/sites/default/files/2020-08/T4-2_Ruiz.pdf
https://www.ferc.gov/sites/default/files/2020-08/T4-2_Ruiz.pdf
https://www.spp.org/Documents/59018/2018%20spp%20tech%20expo%20materials.zip
https://www.spp.org/Documents/59018/2018%20spp%20tech%20expo%20materials.zip
https://www.ferc.gov/media/w1-ruiz
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22. Transmission Reconfigurations Relieve Congestion During Polar Vortex 2014 

in MISO.  

During the Polar Vortex event of 2014, The Brattle Group supported a utility in the upper 

Midwest to mitigate congestion and overloads under those critical conditions. Severe 

transmission congestion affected the upper Midwest due to record-setting high loads in 

MISO North and a substantial number of unplanned generation outages, both resulting 

from the extreme cold weather, compounded by the impacts of extended 230 kV planned 

transmission outages that could not be recalled during the event. The cost of electricity to 

customers in the area increased by over $15 million in the first 10 weeks of 2014 due to 

congestion. Energy prices at load in the affected areas at times more than doubled the 

corresponding generation energy prices. Using topology optimization, Brattle identified 

reconfiguration solutions that relieved much of the congestion and overloads. The 

solutions were implemented after validation by MISO and the transmission owners in the 

area.25 

23. Topology Optimization Could Reduce Day-Ahead Congestion Costs in PJM by 

30 to 50%.  

Detailed simulation of the PJM day-ahead market for representative weeks showed that 

the day-ahead cost of congestion could be reduced by 30 - 50% if market clearing includes 

topology optimization decision variables in addition to resource bids and offers. The 

simulation solved each day in the week sequentially, and incorporated “topology 

persistence” constraints, requiring that each reconfiguration be beneficial and remain in 

place for at least a few hours. Under 2010 market conditions, these savings would add up 

to $145 million annual reduced production costs in the PJM footprint. The reconfigurations 

enable increases of up to 10% in transfers between PJM regions. These impacts are 

achieved by only using 2 - 3 switching operations per hour across PJM, which is much lower 

than the switching actions associated with maintenance outages.26 

24. Financial Transmission Rights (FTR) Revenue Adequacy Improve with 

Topology Optimization.  

Based on detailed simulation of the PJM day-ahead market for representative weeks in 

PJM, use of topology optimization significantly reduced congestion rent, by 30-50%. At the 

same time, it increased the day-ahead FTR surplus relative to the congestion rent by up to 

 

25  Pablo A. Ruiz and Xiao Li, Transmission Topology Optimization to Efficiently Mitigate Congestion & Overloads, FERC 

Tech Conf on Increasing Day-Ahead and Real-Time Market Efficiency and Enhancing Resilience through Improved 

Software (Docket No. AD10-12-012), June 23, 2021. Slide 14. 

26  Pablo A. Ruiz, Michael Caramanis, Evgeniy Goldis, Xiaoguang Li, Keyurbhai Patel, Russ Philbrick, Alex Rudkevich, Richard 

Tabors, Bruce Tsuchida, Transmission Topology Optimization Simulation of Impacts in PJM Day-Ahead Markets, FERC 

Tech Conf on Increasing Market Efficiency through Improved Software (Docket No. AD10-12-007), June 28, 2016. Slides 

12-17. 

https://www.ferc.gov/media/w1-ruiz
https://cms.ferc.gov/sites/default/files/2020-05/20160629114654-2%2520-%2520PRuiz%2520FERCTechConf%252028Jun2016_FINAL_2.pdf
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5%. This makes sense since the FTR portfolio tends to be consistent with least cost power 

transfers across the network. Revenue inadequacy results when those transfers become 

infeasible, for example due to outages. Topology optimization tends to increase transfer 

capacity and make those economic transfers more feasible, improving overall FTR revenue 

adequacy.27 

25. Topology Optimization Could Reduce Real-Time Congestion Costs in PJM by 

Over 50%.  

Detailed simulation of the PJM real-time market for representative weeks in PJM showed 

that the real-time cost of congestion could be reduced by 44 - 68%, depending on the 

seasonal week, if market clearing includes topology optimization decision variables in 

addition to resource bids and offers. The simulation solved each hour in the week 

sequentially, and incorporated “topology persistence” constraints, requiring that each 

reconfiguration be beneficial and remain in place for at least a few hours. Under 2010 

market conditions, these savings would add up to over $100 million annual reduced 

production costs in the PJM footprint, even if unit commitment changes are not accounted 

for. The reconfigurations enable increases of up to 11% in transfers between PJM regions. 

These impacts are achieved by only using 1 - 2 switching operations per hour across PJM, 

which is much lower than the switching actions associated to maintenance outages.28 

 

27  Pablo A. Ruiz, Michael Caramanis, Evgeniy Goldis, Xiaoguang Li, Keyurbhai Patel, Russ Philbrick, Alex Rudkevich, Richard 

Tabors, Bruce Tsuchida, Transmission Topology Optimization Simulation of Impacts in PJM Day-Ahead Markets, FERC 

Tech Conf on Increasing Market Efficiency through Improved Software (Docket No. AD10-12-007), June 28, 2016. Slides 

18-19. 

28   Pablo A. Ruiz, Michael Caramanis, Evgeniy Goldis, David Hislop, Bhavana Keshavamurthy, Xiaoguang Li, Daniel 

Moscovitz, Russ Philbrick, Alex Rudkevich, Richard Tabors, Bruce Tsuchida, Topology Control Algorithms (TCA) 

Simulations in PJM with AC Modeling, FERC Tech Conf on Increasing Market Efficiency through Improved Software 

(Docket No. AD10-12-005), June 23, 2014. Slides 8-20. 

https://cms.ferc.gov/sites/default/files/2020-05/20160629114654-2%2520-%2520PRuiz%2520FERCTechConf%252028Jun2016_FINAL_2.pdf
https://cms.ferc.gov/sites/default/files/2020-05/20140623081918-M3%2520-%25202%2520-%2520FERCTechConference2014_PRuiz.pdf
https://cms.ferc.gov/sites/default/files/2020-05/20140623081918-M3%2520-%25202%2520-%2520FERCTechConference2014_PRuiz.pdf

